
EXTENSION STEM
 

L = _______________
 

MAT'L = ___________
 

DIA = _____________
 

L = LENGTH AS MEASURED FROM THE 
FACE OF THE FLANGE TO THE TOP OF 
THE OPERATOR
 

* ACTUAL REQUIRED DIMENSIONS IN THE 
FIELD MAY VARY FROM THE DIMENSIONS 
SUPPLIED TO TROY VALVE. BE ADVISED 
THAT FIELD ADJUSTMENTS MAY BE 
REQUIRED.
 

SOCKET COUPLING
□ CAST IRON

□ STAINLESS STEEL
 

SOLID NUT
□ CAST IRON

□ STAINLESS STEEL
 

CENTERING RING
□ STEEL

□ 304SS        □ 316SS
 

OUTER DIAMETER (5 1/4" DEFAULT)
 

________________

CENTERING RING LOCATION FROM 
BOTTOM OF OP NUT
 

________________

Notes:
Centering Ring is optional•
Centering Ring will be 5 1/4" OD unless a •
different size is specified
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Item Description QTY. MAT'L
1 Solid Nut 1 CI/SS
2 Extension Stem 1 STEEL/SS
3 3/8-16 HHCS 2 SS
4 3/8-16 Locknut 2 SS
5 Centering Ring 1 STEEL/SS
6 Socket Coupling 1 CI/SS
7 Set Screw 1 SS
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